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2. AS TO TYPE OF SYSTEM,

EXPANSION MAY BE USED WITH FOLLOWING LIMITATIONS:

A.  FOR DIRECT EXPANSION. THERE SHALL BE A MINIMUM OF TG~

EACH AIR HANDLING UNIT.
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EITHER CHILLED WATER OR DIRECT

¢‘_;OMPRESSORS,INDIVIDUALLY CIRCUITED TO A TWO-CIRCUIT COIL IN

IF CONDENSING UNITS ARE USED IN
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LIEU OF REMOTE CONDENSERS, THE CONDENSING UNITS CAN BE OF THE

SINGLE OR TWO COMPRESSOR TYPE.
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IF THE TWO COMPRESSOR CONDENSING
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UNITS ARE SELECTED, THEY MUST HAVE AT LEAST TwO CONDENSING FaNS.
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B, FOR CHILLED WATER THERE SHALL BE A MINIMUM OF TwO

CHILLERS, HAVING A MINIMUM OF THREE COMPRESSORS PER CHILLER UNIT.

EACH COMPRESSOR SHALL BE INDIVIDUALLY CIRCUITED TO ONE~AND/
OR TWO-CIRCUIT AIR-COLLED CONDENSERS.

ACME TYPE,

THERE SHALL BE A STANDBY CHILLED WATER PUMP.
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CHILLERS MAY BE OF THE

WITH THE CHILLED WATER SYSTEM,
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. 3. THE USE OF HERMET ICALLY SEALED COMPRESSORS (EITHER

| SYSTEM) IS APPROVED. |
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